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                   SCOPE FOR DATA/COMM INSTALLATION SCOPE FOR DATA/COMM INSTALLATION 1. CREATE MATRIX FOR DATA CABLES ENTERING THE CABINET IN ROOM 117.  LABEL ALL CABLES TO CORRESPOND WITH MATRIX.  PULL THE THREE CAT 5E CABLES CREATE MATRIX FOR DATA CABLES ENTERING THE CABINET IN ROOM 117.  LABEL ALL CABLES TO CORRESPOND WITH MATRIX.  PULL THE THREE CAT 5E CABLES FROM THE BASEMENT BACK DOWN TO BASEMENT.  INSTALL 3 NEW CAT 5E CABLES FROM BAS CONTROLLER IN MECHANICAL ROOM  TO NEW CANBINET IN ROOM 114 (SEE DRAWING E-100).  2. REMOVE DATA SWITCHES AND ASSOCIATED PATCH PANELS FROM DATA CABINET IN ROOM 117.  STORE IN SAFE ENVIRONMENT FOR RE-INSTALLATION. REMOVE DATA SWITCHES AND ASSOCIATED PATCH PANELS FROM DATA CABINET IN ROOM 117.  STORE IN SAFE ENVIRONMENT FOR RE-INSTALLATION. 3. PULL APPROXIMATELY (100) CAT 5E DATA CABLES BACK TO ROOM 115.  SEPARATE CABLES FOR FIRST FLOOR DATA DROPS FROM THE SECOND FLOOR CABLES.  PULL APPROXIMATELY (100) CAT 5E DATA CABLES BACK TO ROOM 115.  SEPARATE CABLES FOR FIRST FLOOR DATA DROPS FROM THE SECOND FLOOR CABLES.  RE-ROUTE FIRST FLOOR DATA CABLES TO ROOM 114.  RE-ROUTE SECOND FLOOR TO ROOM 220 VIA ROOM 219. 4. PROVIDE NEW WALL MOUNTED DATA RACKS IN ROOMS 114 (PANDUIT WME6BL) AND 220 (PANDUIT WME9BL).  BE SURE TO LEAVE ROOM FOR THE RACKS TO SWING PROVIDE NEW WALL MOUNTED DATA RACKS IN ROOMS 114 (PANDUIT WME6BL) AND 220 (PANDUIT WME9BL).  BE SURE TO LEAVE ROOM FOR THE RACKS TO SWING OPEN FOR ACCESS TO CABLES, SWITCHES AND PATCH PANELS.  PROVIDE PANDUIT WIRE MANAGEMENT SYSTEM (MINIMUM 4" WIDE) FOR SURFACE MOUNTED CABLE. 5. INSTALL 24 PORT CISCO SWITCH AND PATCH PANELS, SALVAGED FROM ORIGINAL CABINET REMOVAL, IN THE NEW RACK IN ROOM 114.  TERMINATE ALL FIRST FLOOR INSTALL 24 PORT CISCO SWITCH AND PATCH PANELS, SALVAGED FROM ORIGINAL CABINET REMOVAL, IN THE NEW RACK IN ROOM 114.  TERMINATE ALL FIRST FLOOR CABLES AND RE-ROUTED CABLES FROM BASEMENT (3 CAT5e FOR BAS). 6. INSTALL 48 PORT CISCO SWITCH AND PATCH PANELS, SALVAGED FROM ORIGINAL CABINET REMOVAL, IN THE NEW RACK IN ROOM 220.  TERMINATE ALL SECOND INSTALL 48 PORT CISCO SWITCH AND PATCH PANELS, SALVAGED FROM ORIGINAL CABINET REMOVAL, IN THE NEW RACK IN ROOM 220.  TERMINATE ALL SECOND FLOOR CABLES RE-ROUTED FROM TELECLOSET ROOM 219. 7. PROVIDE 24 STRAND SINGLE MODE OS2 FIBER CABLE FROM CHASE HALL ANNEX C ELECTRICAL VAULT TO EXISTING TELECOM RACK IN WAESCHE HALL, ROOM 017 PROVIDE 24 STRAND SINGLE MODE OS2 FIBER CABLE FROM CHASE HALL ANNEX C ELECTRICAL VAULT TO EXISTING TELECOM RACK IN WAESCHE HALL, ROOM 017 (SEE DRAWING T-100).PROVIDE ALL TERMINATIONS FOR NEW FIBER CABLE. 8. PROVIDE 12 STRAND SINGLE MODE FIBER OPTIC CABLE FROM EXISTING TELEDATA RACK IN ROOM 017 TO NEW TELEDATA RACK IN ROOM ROOM 114.  PROVIDE PROVIDE 12 STRAND SINGLE MODE FIBER OPTIC CABLE FROM EXISTING TELEDATA RACK IN ROOM 017 TO NEW TELEDATA RACK IN ROOM ROOM 114.  PROVIDE PANDUIT FIBER TRAY, FIBER PATCH PANEL, FIBER ADAPTER PANEL, FIBER TERMINATIONS AND ALL EQUIPMENT REQUIRED FOR A COMPLETE FIBER CONNECTIVE SYSTEM. 9. PROVIDE 12 STRAND SINGLE MODE FIBER OPTIC CABLE FROM EXISTING TELEDATA RACK IN ROOM 017 TO NEW TELEDATA RACK IN ROOM ROOM 220 VIA CLOSET 115 PROVIDE 12 STRAND SINGLE MODE FIBER OPTIC CABLE FROM EXISTING TELEDATA RACK IN ROOM 017 TO NEW TELEDATA RACK IN ROOM ROOM 220 VIA CLOSET 115 AND 219.  PROVIDE PANDUIT FIBER TRAY, FIBER PATCH PANEL, FIBER ADAPTER PANEL, FIBER TERMINATIONS, SUPPORTS AND ALL MATERIALS REQUIRED FOR A COMPLETE FIBER CONNECTIVE SYSTEM. 10. COMMISSION ALL NEW DATA EQUIPMENT AND SYSTEMS. ALL COMMISSIONING REPORTS SHALL BE SUBMITTED TO USCGA FOR APPROVAL. REPORT SHALL INCLUDE ALL COMMISSION ALL NEW DATA EQUIPMENT AND SYSTEMS. ALL COMMISSIONING REPORTS SHALL BE SUBMITTED TO USCGA FOR APPROVAL. REPORT SHALL INCLUDE ALL COMPLETED TEST FORMS, EQUIPMENT CHECKLISTS, AND MANUFACTURER RECOMMENDED COMMISSIONING AND TESTING FORMS. 11. CONTRACTOR SHALL PROVIDE A FACTORY CERTIFIED TECHNICIAN FOR THE VERIFICATION OF ALL INSTALLED DATA EQUIPMENT. ALL MANUFACTURER'S RECOMMENDED CONTRACTOR SHALL PROVIDE A FACTORY CERTIFIED TECHNICIAN FOR THE VERIFICATION OF ALL INSTALLED DATA EQUIPMENT. ALL MANUFACTURER'S RECOMMENDED STARTUP AND CHECK-OUT PROCEDURES SHALL BE COMPLETED BY AN AUTHORIZED TECHNICIAN AND DOCUMENTED ON THE MANUFACTURER'S FORMS. 12. CONTRACTOR IS RESPONSIBLE FOR ALL START-UPS, PROGRAMMING AND TESTING OF THE BUILDING AUTOMATION SYSTEM (BAS) AT PROJECT COMPLETION.  BAS CONTRACTOR IS RESPONSIBLE FOR ALL START-UPS, PROGRAMMING AND TESTING OF THE BUILDING AUTOMATION SYSTEM (BAS) AT PROJECT COMPLETION.  BAS SHALL BE FULLY FUNCTIONAL AND OPERATIONAL PRIOR TO CONTRACTOR'S FINAL DEPARTURE FROM THE CGA. 13. SUBMIT PRODUCT DATA, SHOP DRAWINGS, COORDINATION DRAWINGS, SAMPLES, QUALIFICATION DATA, TEST REPORTS, WARRANTY, AND MAINTENANCE DATA FOR EACH SUBMIT PRODUCT DATA, SHOP DRAWINGS, COORDINATION DRAWINGS, SAMPLES, QUALIFICATION DATA, TEST REPORTS, WARRANTY, AND MAINTENANCE DATA FOR EACH , SHOP DRAWINGS, COORDINATION DRAWINGS, SAMPLES, QUALIFICATION DATA, TEST REPORTS, WARRANTY, AND MAINTENANCE DATA FOR EACH TYPE OF PRODUCT USED ON THE PROJECT. ALL SUBMITTALS SHALL BE IN ACCORDANCE WITH THE SPECIFICATION SECTION 010000 (1.6). SUBMIT ADDITIONAL INFORMATION AS REQUESTED ELSEWHERE IN THE SPECIFICATIONS AND ON THE DRAWINGS.   
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